
Supervision and Test of Installation  

Regulation 11. Approval for commencement of wiring. 

(1) No wiring or rewiring of an installation or extension to an existing installation shall be 
carried out by an Electrical Contractor or a Private Wiring Unit without first obtaining the 
approval in writing from a licensee or supply authority, as the case may be: 

Provided that no approval is necessary for an extension to an existing wiring of a 
domestic installation where the total current consumed at any one time by the said 
installation, as a result of the extension, does not exceed the maximum current demand 
as agreed upon in the supply contract between the owner and the licensee or supply 
authority. 

(2) The manner for calculating the maximum current demand of a domestic installation in 
subregulation (1) shall be as prescribed in the Third Schedule. 

 
Regulation 12. Supervision and completion of installation. 

(1) Any electrical wiring in an installation which receives single phase supply from a 
licensee or supply authority, as the case may be, shall be under the immediate 
supervision of a Wireman with Single Phase Restriction or Three Phase Restriction, and 
upon completion of the installation, the Wireman shall certify a Supervision and 
Completion Certificate. 

(2) Any electrical wiring in an installation operating at low voltage which receives three 
phase supply from a licensee or supply authority, as the case may be, shall be under the 
immediate supervision of a Wireman with Three Phase Restriction, and upon completion 
of the installation, the Wireman shall certify a Supervision and Completion Certificate. 

(3) For the purpose of this regulation and subregulations 13(1) and (2), a Wireman with 
Single Phase Restriction or Three Phase Restriction, as the case may be, shall be 
employed on a full-time basis by an Electrical Contractor or a Private Wiring Unit. 

 
Regulation 13. Test of installation. 

(1) Upon completion of wiring or rewiring of an installation or extension to an existing 
installation in subregulation 12(1), the installation shall be tested by a Wireman with 
Single Phase Restriction or a Wireman with Three Phase Restriction authorised to test 
any installation, and who shall certify a Test Certificate for the installation. 

(2) Upon completion of wiring or rewiring of an installation or extension to an existing 
installations as in subregulation 12(2), the installation shall be tested by a Wireman with 
Three Phase Restriction authorised to test any installation, and who shall certify a Test 
Certificate for the installation. 

(3) Upon completion of an installation or extension to an existing installation operating at 
higher than low voltage, the installation shall be tested by an Electrical Services 



Engineer, employed on a full-time basis by an Electrical Services Contractor and who 
shall certify a Test Certificate for the installation. 

 
Regulation 14. Supervision and Completion Certificate and Test Certificate. 

(1) The Supervision and Completion Certificate and Test Certificate in regulations 12 
and 13 shall be in Forms G and H respectively as prescribed in the First Schedule. 

(2) No installation, other than those in regulation 11, shall receive electricity from or be 
given electricity by a licensee or supply authority until the Supervision and Completion 
Certificate and Test Certificate has been submitted by the owner or management of the 
installation to the licensee or supply authority, as the case may be. 
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